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The Building America Climate Regions

Marine Cold / Very Cold
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Building Material Properties

Thermal Conductance

Thermal Conductance
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Building Material Properties

Vapor Permeability

Permeance at 50% RH
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Building Material Properties

Moisture Content

Density
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Building Material Properties

Moisture Content and Thermal Conductance
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